Note:
1. Ensure TMV1 check valves are removed. (This will be diverter valve.)
2. Set TMV1 20°F below Rinnai temperature setting.
3. TMV2 should be set to desired domestic temperature.
4. For lowest activation flow rate, ensure water heaters are connected with appropriate cascade controls.